
Waste Water Plant Test & Maintenance 
Specifications 

 
Bledsoe Creek State Park 
400 Zieglers Fort Road 
Gallatin, Tennessee 37066-8743 
 
A. Contractor’s Responsibilities 
 1. Must be a certified waste water plant operator and hold current 
  certification waste water (WW) operator and collection system (CS) 
  operator. 
 2. Contractor to visit park daily in order to perform all daily, monthly 
  and quarterly tests and reports as required by permit TN 0058149 
  from Tennessee Department of Health.  (A copy of the permit and 
  attachments is on file at the plant.) 
 3. Submit reports on time to required Department of Health agencies. 
 4. Vendor responsible for all costs associated with laboratory and test 
  analysis.  Laboratory and test analysis will represent accurate 
  reading. 
 5. Immediately report to park manager any problems that arise during 
  operation. 
 6. Furnish park with all information conveyed to and from Department 
  of Health concerning plant. 
 7. Work with Department of Health to meet all their requirements. 
 8. Chlorine residual must be maintained in discharge chamber. 
 9. Furnish labor for repair of equipment and routine maintenance on 
  treatment plant to keep it in a sanitary condition. 
B. Park will provide necessary chemicals and replacement parts for operation 
 of facilities at the treatment plant. 
C. Bid Price: 
 Cost per month to perform required services as specified above. 
 
Any information regarding site, contact: 
Department of Environment & Conservation 
Bledsoe Creek State Park Manager – Frederick (Rick) Brooks (615) 452-3706 


