
P. O. Box 430                 Memphis, Tennessee 38101                    Telephone: 901-528-4011             mlgw.com 
 

 

 

   MEMPHIS LIGHT, GAS AND WATER DIVISION 
 

May 3, 2024 
 

 

TO WHOM IT MAY CONCERN: 

 

Attached is Addendum No. 3 dated May 3, 2024 to this Division’s Contract No. 12484 ~ Water 

Filter System Upgrades respectively, which bids are due in the Contracts Management Department, 

Room 323, 220 South Main Street, Memphis, TN 38103-2164 (P. O. Box 430 Memphis, TN 38101-

0430) on or before 4:00 PM CDT/CST, Tuesday, May 14, 2024. This addendum must be 

considered in preparing your bid. Electronic Bids will not be accepted. Only hard copies will be 

accepted. Bids received after the Bid Due Date will not be accepted. 

 

Please acknowledge receipt of this addendum in the bid documents, Page BB-5, which you shall 

submit. 

 

Your cooperation and attention in this matter is appreciated.  

 

Sincerely, 

 

 

Arma Orr 
Arma Orr 

Procurement Contracts Specialist II 

Contracts Management  

220 South Main Street 

Memphis, TN 38103 

901-528-4020 

aorr@mlgw.org  

mailto:aorr@mlgw.org


MEMPHIS LIGHT, GAS AND WATER DIVISION 

MEMPHIS, TENNESSEE 

 

WATER FILTER SYSTEM UPGRADES 

**********************************************************************************

*********** 

ADDENDUM NO.  

CONTRACT 12484 ~ WATER FILTER SYSTEM UPGRADES 

 

 

Remove Revised Bidding Blank Pages BB-3A through BB-3C~~~~~~~~~~~~~~~  

 

Replace with Revision 2-Bidding Blank Pages BB-3A.1 through BB-3D.1 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

ADDENDUM NO. 3 



ITEM # ITEM DESCRIPTION UNIT QUANTITY UNIT COST TOTAL ITEM COST

1 Demolition and Disposal of  Existing Media, Underdrain and Surface Wash Piping LS 1 $0.00

2 Filter Underdrain Replacement - Complete in Place Each Filter EA 8 $0.00

3 Filter Media - Complete In Place Each Filter EA 8 $0.00

4 Filter Trough Replacement - Complete in Place Each Filter EA 8 $0.00

5 Air Backwash System including Blowers, Pads, Appurtenances, Piping and Valves, Complete in Place LS 1 $0.00

6 Electrical and Control Systems, Complete in Place LS 1 $0.00

7 All Other Work Shown on the Drawings or Specified Herein LS 1 $0.00

ITEM # ITEM DESCRIPTION UNIT QUANTITY UNIT COST TOTAL ITEM COST

1 Demolition and Disposal of  Existing Media, Underdrain and Surface Wash Piping LS 1 $0.00

2 Filter Underdrain Replacement - Complete in Place Each Filter EA 4 $0.00

3 Filter Media - Complete In Place Each Filter EA 4 $0.00

4 Filter Trough Replacement - Complete in Place Each Filter EA 4 $0.00

5 Air Backwash System including Blowers, Pads, Appurtenances, Piping and Valves, Complete in Place LS 1 $0.00

6 Electrical and Control Systems, Complete in Place LS 1 $0.00

7 All Other Work Shown on the Drawings or Specified Herein LS 1 $0.00

ITEM # ITEM DESCRIPTION UNIT QUANTITY UNIT COST TOTAL ITEM COST

REVISION 2- BIDDING BLANK - Contract 12484

Contract Name - Water Filter System Upgrades

COMPANY NAME OF BIDDER: __________________________________________________________________________

Mallory Pumping Station

BASE BID A: MALLORY PUMPING STATION / PLASTIC BLOCK UNDERDRAIN

BASE BID B: MALLORY PUMPING STATION / STAINLESS STEEL UNDERDRAIN

BASE BID A: DAVIS PUMPING STATION / PLASTIC BLOCK UNDERDRAIN

BASE BID B: DAVIS PUMPING STATION / STAINLESS STEEL UNDERDRAIN

Davis Pumping Station

Shaw Pumping Station

BB - 3A.1



REVISION 2- BIDDING BLANK - Contract 12484

Contract Name - Water Filter System Upgrades

COMPANY NAME OF BIDDER: __________________________________________________________________________

1 Demolition and Disposal of  Existing Media, Underdrain and Surface Wash Piping LS 1 $0.00

2 Filter Underdrain Replacement - Complete in Place Each Filter EA 4 $0.00

3 Filter Media - Complete In Place Each Filter EA 4 $0.00

4 Filter Trough Replacement - Complete in Place Each Filter EA 4 $0.00

5 Air Backwash System including Blowers, Pads, Appurtenances, Piping and Valves, Complete in Place LS 1 $0.00

6 Electrical and Control Systems, Complete in Place LS 1 $0.00

7 All Other Work Shown on the Drawings or Specified Herein LS 1 $0.00

ITEM # ITEM DESCRIPTION UNIT QUANTITY UNIT COST TOTAL ITEM COST

1 Demolition and Disposal of  Existing Media, Underdrain and Surface Wash Piping LS 1 $0.00

2 Filter Underdrain Replacement - Complete in Place Each Filter EA 4 $0.00

3 Filter Media - Complete In Place Each Filter EA 4 $0.00

4 Filter Trough Replacement - Complete in Place Each Filter EA 4 $0.00

5 Air Backwash System including Blowers, Pads, Appurtenances, Piping and Valves, Complete in Place LS 1 $0.00

6 Electrical and Control Systems, Complete in Place LS 1 $0.00

7 All Other Work Shown on the Drawings or Specified Herein LS 1 $0.00

ITEM # ITEM DESCRIPTION UNIT QUANTITY UNIT COST TOTAL ITEM COST

1 Demolition and Disposal of  Existing Media, Underdrain and Surface Wash Piping LS 1 $0.00

2 Filter Underdrain Replacement - Complete in Place Each Filter EA 4 $0.00

Morton Pumping Station

McCord Pumping Station

BASE BID B: SHAW PUMPING STATION / STAINLESS STEEL UNDERDRAIN

BASE BID A: MORTON PUMPING STATION / PLASTIC BLOCK UNDERDRAIN

BASE BID B: MORTON PUMPING STATION / STAINLESS STEEL UNDERDRAIN

BASE BID A: SHAW PUMPING STATION / PLASTIC BLOCK UNDERDRAIN

BB - 3B.1



REVISION 2- BIDDING BLANK - Contract 12484

Contract Name - Water Filter System Upgrades

COMPANY NAME OF BIDDER: __________________________________________________________________________

3 Filter Media - Complete In Place Each Filter EA 4 $0.00

4 Filter Trough Replacement - Complete in Place Each Filter EA 4 $0.00

5 Air Backwash System including Blowers, Pads, Appurtenances, Piping and Valves, Complete in Place LS 1 $0.00

6 Electrical and Control Systems, Complete in Place LS 1 $0.00

7 All Other Work Shown on the Drawings or Specified Herein LS 1 $0.00

$0.00

$0.00

_____________________________________________________________________________________________Dollars __________________ Cents ($_________________________________________)

________________ % Labor

________________ % Equipment

________________ % Material

ALTERNATIVE BID NO. 1: ADDITION OF FRP TROUGH MEDIA BAFFLE AT ALL PUMPING STATIONS (ADD/DEDUCT)

ALTERNATIVE BID NO. 2: INSTALLATION OF  STAINLESS STEEL TROUGHS WITH MEDIA BAFFLES AT DAVIS, MALLORY 
AND MCCORD PUMPING STATIONS (ADD/DEDUCT)

ALTERNATIVE BID NO. 3: DELETE AIR BLOWERS, ELECTRICAL, CONTROLS, AIR PIPING, AND RELATED AIR 
APPURTENANCES AT ALL PUMPING STATIONS (ADD/DEDUCT)

Note 1: For Add/Deduct Items, please indicate if the item will be Add/Deduct by circling the perspective indicator

(ADD/DEDUCT)

(ADD/DEDUCT)

(ADD/DEDUCT)

GRAND TOTALS FOR BASE BID A + BASE BID B (All Pumping Stations - Mallory, Davis, Shaw, Morton, McCord) = $ ______________________________________________________________________________

BASE BID A: McCORD PUMPING STATION / PLASTIC BLOCK UNDERDRAIN

BASE BID B: McCORD PUMPING STATION / STAINLESS STEEL UNDERDRAIN

GRAND TOTAL BASE BID A - PLASTIC BLOCK UNDERDRAIN:                                                                                                                               
All Pumping Stations (Mallory, Davis, Shaw, Morton, McCord) 

GRAND TOTAL BASE BID B - STAINLESS STEEL UNDERDRAIN:                                                                                                                               
All Pumping Stations (Mallory, Davis, Shaw, Morton, McCord) 

BB - 3C.1



REVISION 2- BIDDING BLANK - Contract 12484

Contract Name - Water Filter System Upgrades

COMPANY NAME OF BIDDER: __________________________________________________________________________

MLGW reserves the right to award this contract in part or in whole.

Bids will be awarded based on the Lowest and Best Bid. Lowest and Best Bid is defined as the most responsive proposal, solicitation, or offer that meets the required Specifications, including, if applicable any Supplier Diversity goal 
as set in the Bid Packet or Bid Invitation Specifications, Price, Start Date, and the Local Bidding Preference.

Note2: The DEDUCT will include deductive pricing if MLGW determines that the Air System will not be included in the project.  The deduction will be for blowers, blower electrical, blower controls, 
and air piping inside the pipe gallery.  The deduction will not include air piping in the filters .  The air piping in the filters will be installed and blind flanged within 6" from the filter penetration, 

exterior of the filter wall. 

BB - 3D.1
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